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NOTES

1. Backflow post indicator and check valve assembly to be set plumb.

2. Double detector check unit shall be from U.S.C., District approved list.

3. Detection meter shall be purchased through the District.

4. Chlorination and subsequent bacteriological analysis required. Samples to be taken by the District with
payment by owner or installing contractor.

5. All piping material shall be ductile iron Class 52 or as approved by the District.

6. All above ground pipe to be primed with a non-bleeding primer with corrosion resistant paint. Finish coat
and color to be determined by the District.

7. All bolts, nuts, washers shall be type 316 stainless steel. Threads coated with anti-sieze. All bolts shall
be tightened to manufacturer's specifications.

8. Underground pipe to be bagged and taped with one layer of 8 mil polyethylene as per AWWA C-105.

9. Concrete thrust blocks required as per Standard Detail NC-20.

10. Above ground valves to be Mueller OS&Y gate valves or as approved by the District.

11. Chain and lock valves with a case hardened chain and private lock.

12. Device to be tested by an approved tester and tagged by the San Mateo County Health, System
Environmental Health Services Division prior to approval for use.
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