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TWO 3/4" SS ALL-THREAD
REQUIRED. WRAP EXPOSED
PORTIONS OF BARS AND 2"

INTO CONCRETE WITH 1/2
LAPPED, 10 MIL. PVC TAPE.
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CONCRETE BLOCK E“E ) E\‘é
ELEVATION
DIMENSIONS (200 PSI TEST)
PIPE 11 1/4° BEND 22 1/2° BEND 45° BEND
SIZE
L W H L w H L w H
6" 200" 20" 1'0" 20" 20" 200" 20" 20" 200"
8" 200" 20" 1'0" 20" 30" 20" 20" 40" 20"
10" 2'0" 30" 2'0" 210" 40" 20" 20" 4'0" 30"
12" 200" 30" 200" 20" 60" 20" 20" 66" 30"
18" 30" 30" 30" 30" 6'0" 30" 30" 50" 50"
DIMENSIONS (250 PSI TEST)
PIPE 11 1/4° BEND 22 1/2° BEND 45° BEND
SIZE
L W H L w H L w H
6" 200" 2%6" 1'0" 210" 2%6" 200" 20" 30" 200"
8" 200" 26" 1'0" 20" 39" 20" 20" 50" 200"
10" 2'0" 2'6" 2'0" 2'0" 5'0" 2'0" 2'0" 30" 30"
12" 20" 39" 20" 20" 6'0" 26" 20" 60" 40"
18" 30" 39" 30" 30" 5'6" 4'0" 30" 70" 50"
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CONCRETE BLOCK

PIPE DIMENSIONS - LxH* (200 PSI TEST)

SIZE 11-1/4° 22-1/2° 45° 90°
6" | 10"x 10" 15" x 15" 19" x 1'9" 23" x 23"
8" | 10"x 10" 15" x 1’5" 210" x 200" 210" x 210"
10" | 1'5"x 15" 210" x 200" 28"x 2%8" 35" x 35"
12 | 19" x 19" 23" x 23" 30" x 30" 42" x 42"
14" ] 19" x 19" 28" x 28" 36" x 36" 410" x 410"
16" | 200" x 20" 210" x 210" 40" x 40" 55" x 55"
18" | 30" x 30" 40" x 40" 50" x 50" 6'6" x 6'6"

PIPE DIMENSIONS - LxH* (250 PSI TEST)

SIZE 11-1/4° 22-1/2° 45° 90°
6 | 1'3"x 10" 18" x 1'8" 20" x 200" 26" x 2'6"
g | 113"x 10" 18" x 1'8" 23"x 23" 30" x 30"
10" | 1'8"x 18" 23"x 23" 30" x 30" 310" x 310"
12 | 20"x20" 2'6" x 2%6" 40" x 30" 5'0" x 40"
14" | 20"x 20" 30" x 30" 40" x 40" 6'0" x 50"
16" | 2%6"x 210" 30" x 30" 50" x 40" 60" x 60"
18" | 39"x30" 50" x 40" 7'6" x 40" 80" x 60"

*H = HEIGHT
*L =WIDTH
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BRANCH LxH
PIPE SIZE 200 PSI TEST 250 PSI TEST
3'OR4" 15" x 15" 17" x 17"

6" 19" x 19" 210" x 210"

. 23" x 23" 26" x 26"

10" 30" x 30" 36" x 36"

12" 3'10" x 3'10" 4'4" x 44"

18" 510" x 5'10" 6'6" x 6'6"

STANDARD
DETAIL

NORTH COAST COUNTY WATER DI

STRICT

DATE: 12/17/2012
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